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true cooling spécialists

How to update firmware in INTEGRA units
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Download latest firmware from www.arctikoservice.com

Unzip to USB drive

Turn off the unit (standby)

Insert USB key into the unit

Unplug the machine for 5 seconds

Wait for 5 seconds

Plug the power connector back into the wall outlet
Choose USB on the display

Choose DISPLAY

Choose YES

Choose USB

Choose CONTROLLER A
Update is finished when the green beam is complete

Choose MONITOR A
Update is finished when the green beam is complete

Press button: arrow

Choose YES

Press button: enter - and remove USB key



http://www.arctikoservice.com/

