
 
 

 

How to update the parameters in INTEGRA units. 

 

To update the unit please do the following: 

Extract the VLX folder to the root of a USB-drive 

Remove the USB drive from the computer and insert it into the unit. 

On the unit; Enter the menu, press the “Settings” icon and press the “Update” icon. By default the admin 

password is “111”. 

On the list press the model number matching you unit (P390, P500, P610 or P820). There should now be a 

list of 3 parameter files matching the type of the unit. Press enter to apply the new configurations. 

After the parameters have been updated the controller will return to the main screen. Please turn the unit 

off and then on again to make sure all the new parameters are fully applied. 

 

For further support, feel free to contact Arctiko Service, or check www.arctikoservice.com  

 

http://www.arctikoservice.com/

